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 This paper presents a modeling and simulation of a grid-connected wind / PV 
hybrid power system under variable weather conditions. This system includes 
a wind turbine system, a PV system that shares a DC bus, and no battery. The 
paper contains an overview of the hybrid system and some previous studies; it 
presents a brief overview of each component used for this system. Signal 
distortion remains the great obstacle when connecting to the grid, so the system 
architecture and its proposed control are also introduced to reduce the 
distortion of electrical signals to an acceptable value. A simulation of the 
system’s operation with specific weather conditions in three different modes 
was performed using the MATLAB Simulink to describe the effect of these 
weather conditions on the production of electrical energy. Simulation results 
show how these weather conditions affect the operation of this hybrid system. 
An acceptable distortion value of the produced current signals has also been 
reached. These results present an evaluation of the dynamic performance of 
this system under the proposed working conditions. It also shows the energy 
exchange with the grid. 
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1. INTRODUCTION  
The electric power production has increased significantly in recent years, due to the great need of 
energy in all countries and in various fields. Due to high fuel prices and environmental pollution, these led to 
the production of electric power in systems that operate on renewable natural sources. Thus, single-source and 
multiple-source systems were used, depending on the weather conditions in the country. Many research papers 
dealt with different forms of hybrid systems, we review the following: In Hussain Bellamily's paper [1], an 
alternative approach is proposed using Fuzzy Logic controllers optimized to control the PV-Wind system. This 
method is based on the use of advanced control strategies for DC-DC and AC-DC regulators in the PV-wind 
standalone system. 
In the paper [2], various energy management strategies for a residential wind photovoltaic hybrid 
system using lithium-ion storage battery power are studied. Simple and robust performance models for small 
wind turbines and solar PV panels have also been developed. In the research paper [3], an experimental smart 
microgrid platform is built with wind / PV / battery power, this platform adopts master, slave and hierarchical 
control strategy. The power management system designed based on the SOC level of the battery. Intended to 
optimize the operation mode of the smart small grid system, regulate the state of energy storage, and improve 
the power balance in the distribution network, generators and distributed loads. In Research [4], Peng Kong 
worked on proposing a parallel series of high frequency resonant transformers for the autonomous Hybrid 
Photovoltaic (PV) / wind power system in order to simplify the power system and reduce the cost. Through 
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Work [5], a technical and economical simulation school was introduced to design a grid-connected PV system 
as specifically applied to residential units in Surabaya, Indonesia. In research [6], a study was conducted in a 
school connected to the grid, and a solar hybrid system and wind were used as backup power during power 
outages. As this study investigated the dynamics of operation of such a system. The main objective of the study 
was to understand the operation of the inverter charger in a backup power system. During the study, power 
generation and load consumption were recorded and the performance of the hybrid system was analyzed. Paper 
[7] gives the architecture of a hybrid system consisting of solar PV and DFIG based wind turbines that share 
an alternative line (grid). 
 In this study, we will study and simulate a hybrid system connected to the grid shared in DC bus, 
operating according to changing weather conditions in order to study the effect of these conditions on the 
functioning of the system and an attempt to reduce the THD of electrical signals to the lowest possible value. 
For that reason, simulations were carried out in three different modes to clarify the effect of each atmospheric 
factor on the work of this hybrid system. 
 
2. CONFIGURATION OF THE HYBRID PV/WIND TURBINE SYSTEM 
Figure 1 shows the configuration of the studied hybrid system. This hybrid system contains a solar 
array, a boost converter, MPPT tracker, an inverter, turbine, DFIG and grid. The boost converter raises the PV 
voltage to the bus voltage value. The MPPT is implemented to track the maximum power point and produce 
as much power as possible. The inverter is controlled to regulate the output voltage of the boost converter and 
generate a power and currents injected to the grid. The turbine captures wind power and transmits it through 
the shaft to the DFIG that generates electrical power with the chosen control method. 
 
 
Figure 1. Bloc diagram of PV/Wind turbine hybrid system 
 
 
3. PV GENERATION SYSTEM 
 
3.1. PV Array 
PV cell is the primary ingredient in PV system. It converts radiation into a voltage and current by the 
photoelectric effect. Single-diode model of PV cell consists of a photocurrent source, a nonlinear diode, series 
resistance and shunt resistance. PV cells are arranged together in series and parallel to form arrays [8]. The 
equivalent circuit of PV array can be described as illustrated in Figure 2. 
 
Figure 2. Equivalent circuit of a solar array. 
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Where Ipv, Vpv: PV array output current and voltage, Icc : Solar cell reverses saturation current, I0 : 
Solar cell photocurrent, RS : Cell intrinsic series resistance, RP : Cell intrinsic shunt or parallel resistance, NS , 
NP: Number of series  and parallel connected pv cells   
The output power from the PV array is given by equation (2) [11]: 
convpvpvpv IVP **=                                                                               (2) 
Where ηconv is the efficiency of the DC-DC converter (typically 90–95%). 
We used the model Canadian Solar CS5P-230M to simulate the operating system in Matlab/Simulink. 
The parameters of the model are given in Table 1. 
 
Table 1. Parameters of Canadian Solar CS5P-230M solar module at 25°C; 1000 W/m2 
Parameters Values 
Nominal maximum power W 230 
Cell numbers of a PV module 96 
Nominal short-circuit voltage, A 5.18 
Nominal array open-circuit voltage, V 59.1 
Array current maximum power point, A 4.84 
Array voltage maximum power point, V 47.5 
Current / temperature coefficient, %/°C 0.060 
Voltage / temperature coefficient, %/°C -0.35 
Power / temperature coefficient, %/°C -0.45 
 
 
3.2. DC-DC Converter 
The DC-DC converters are units operated by periodically opening and closing a switch. One of them 
is the boost converter; it increases the input voltage and converts an unregulated low source voltage to a higher 








                                                                                                 (3) 
Where: D is a duty cycle. 
 
3.3. MPPT Control 
To utilize the maximum power produced by the solar cell at all times, the regulation system has to be 
equipped with a maximum power point tracker (MPPT). This is a device, which tracks the voltage at where the 
maximum power is utilized at all times. Voltage and current sensor are used to sense the PV module voltage 
and current; this sensed voltage and current are used in the algorithm to search maximum power point. Several 
algorithms have been developed for this purpose [12, 13]. The  P&O algorithm [14] has an objective to find 





Figure 3. Flow chart of the MPPT algorithm with P&O method [14]. 
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3.4.  The Inverter 
Inverters are used in a wide range of applications, from small switched power supplies for a computer 
to large electric utility applications to transport bulk power [15]. They are responsible for converting DC power 
to AC power. This is done by switching the DC input voltage (or current) in a pre-determined sequence to 
generate AC voltage (or current) output. Three-phase inverters consist of one, two, or three arms of power 
switching devices. Each arm consists of four switching devices along with their antiparallel diodes and two 
neutral clamping diodes [16]. 
 
 
4. WIND TURBINE 




VRCP pm =                                                                       (4) 
V
Rt .=                                                                                                   (5) 
Where ρ is the air density (kg/m3), R is the blade radius (m), V is the wind speed (m/s), Cp(λ,β) 
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Where; β is the pitch angle and (λ) is the tip speed ratio.  
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1 32                                                                   (9) 
Based on the above equations, we can get the turbine characteristics curve. It was shown in Figure 4. 
From this figure, we can see that for wind speed of 8 m/s, we can get a power about 800kW. 
 
Figure 4. The turbine characteristics curve 
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In this paper, the electrical generator model (DFIG) is designed using the built-in SimPowerSystem 
library. The rotor shaft is driven by a wind turbine, which produces mechanical torque depending on the 
generator and the wind speed values. The grid receives the electrical power generated by the generator through 
the (stator winding) depending on the operating conditions of the turbine and the generator. 
 
5. CONTROL STRATEGY 
As shown in [21], this system can be controlled according to the scheme shown in Figure 5. The 
configuration used is type DC common bus, where, the rotor is controlled by the same DFIG control structure. 
As well, the grid side controller is used to keep up DC-bus voltage and generate signals synchronized with the 
grid by the same structure of control, but with a small difference to the active power, which is the sum of active 
power of DFIG and PV system.  
The following Figure 5 shows the outline of the proposed control. 
 
 
Figure 5. Configuration of the hybrid WT/PV system and its local control schematic. 
 
For constant power, the maximum power control is overridden above rated wind speeds by the stall 
regulation. Figure 6 displays the rotor-side power controllers; which use PI controllers to display the new q 
and d axis commands i*wq and i*wd. 
 
 
Figure 6. Power controller of the rotor side 
 
A low-pass filter averages a total of the power obtained from the wind and solar sources, and then the 
filtered value is defined as the real power control [21]. The average effect of a lowpass filter can be changed 
by setting specific time constant. Figure 7 provides power controller for grid side. 
The common DC-bus voltage is set at a constant value, so that real wind turbine and PV array power 
generation can be transferred into the grid. Figure 8 displays a DC voltage controller. 
 
 
Figure 7. Power controller for grid side   
 
 
Figure 8. DC voltage controller 
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6. SIMULATION AND DISCUSSION 
The overall diagram of this system shows in Figure 9. 
 
Figure 9. The overall diagram of the hybrid system 
 
Based on the above modeling and control studies, the hybrid system operating state was simulated 
under specific weather conditions. Figure 9 represents the overall shape of the simulated system in the 
MATLAB simulink. Variable weather conditions were applied according to three modes of operation to clarify 
the aim of the study. These weather conditions are summarized in variable wind speed between 7 m/s and 9.5 
m/s, solar irradiance variable, which ranges between 200 W/m2 and 800 W/m2, and a constant temperature of 
25 °C. Figure 10 shows these atmospheric variables. 
 
Figure 10. The proposed weather conditions 
Three simulation modes were applied to show the effect of each element of weather variables on the 
production of power, as shown in Figure 10. One of meteorological variables is changed and others are kept 
constant. Where in:  
Mode 1, the wind speed was changed and the temperature and radiation were kept constant. 
Mode 2, the radiation value was changed and the wind speed and temperature were kept constant.  
Mode 3, the temperature was changed and the wind speed and radiation values were kept constant. 
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This system generates its maximum output under the aforementioned weather conditions, 1410 kW, 
1000 kW of wind power and 410 kW of solar energy. Therefore, we used solar panels containing 85 parallel 
sequential and 32 of the units mentioned earlier. Moreover, wind turbine include a DFIG. 
We applied a variable wind speed ranging between 7 m/s and 9.5 m/s on the turbine blades, through 
which DFIG was run and its speed control through the MPPT method at about 188.4rad/s, with the production 
of an electromagnetic torque changes between -4000 to -7000Nm, as shown in Figure 11. 
 
Figure 11. Results of the rotor side 
 
The output voltage of the photovoltaic part of the system is shown in Figure 12. This voltage increases 
as the radiation changes. Unlooked-for changes appear in the moments 3.5 seconds and 4.5 seconds, where 
there is a change in the radiation value, as well as a clear change in the resulting current at the same moments 
mentioned above. Output boost voltage is stable around 1200V. 
 
Figure 12. The PV Part result 
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Figure 12, shows the resulting PV power injected into the hybrid system. This power is well followed 
by changes in irradiation. The change is evident in moments 3.5s and 4.5s. The power varies between 102 kW 
and 410 kW depending on the evolution of the irradiation. The variation of the resulting current is also shown 
in the same figure. 
 
Figure 13. The aspects of voltages and currents 
 
 
Figure 14. THD of current 
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The obtained THD value was compared with the values obtained in previous work, and the results 
were as shown in Table 2 
 
Table 2. A comparison of thd values for some research studies 
Paper [21] [22] Current paper 
THD (%) About 5 2.67 2.55 
 
It is noted in Figure 13 that the grid, generated, and load voltages are regular and sinusoidal. The grid 
and the generated current values decrease and increase according to the change in the work of the PV system, 
which follow the changes of the temperature and radiation.  
Figure 11 depicts the quadrature and direct component currents rotor side of DFIG. These track the 
reference well. The direct component of the rotor currents is zero, which also gives a zero reactive power. The 
quadrature component of the rotor currents starts with a positive value and then changes to a negative value of 
-250A until the speed reaches the reference value. From 1.9s, where it becomes positive values, that change 
with the change in wind speed. In addition, it is finished with a fixed value of 950A. 
The electromagnetic torque curve takes the opposite shape to the Iqr curve and has a clear change in 
the moment when the wind speed changes and finishes with a negative value -5000N.m. Therefore, we can say 
that DFIG is a generator from time 1.9s. In this proposed system, and through Figure 14, we found that the 
total harmonic distortion for the generated current is around 2.55% because the wind turbine response is slower 
than that of the PV array; it has relatively larger DC bus ripple voltage. This is even smaller than IEEE 512-
1992 standard. 
Figure 15 shows the components of the quadrature and direct currents grid side. These follow the 
reference too. The direct component takes values that change with the decrease and the increase in speed and 
solar radiation; this indicates the increase and decrease in the values of the currents injected to the grid.  As 
shown in Figure 16, where we find that after the moment 1.9s the grid power becomes negative and the 
generated power is positive, which means that the grid receives the power from the hybrid system. 
To sum up, it can be said that increasing the wind speed increases the electrical power, and decreasing 
it causes a decrease in the resulting power. The same thing can be said about the increase and decrease of 
radiation. The effect of temperature change remains weak in this system. 
 
 
Figure 15. Results of the grid side 
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Figure 16. Active and reactive power of the hybrid system 
 
7. CONCLUSION  
In this study, a grid-connected wind / PV hybrid power system was simulated using MATLAB 
Simulink. The MPPT controller was used to extract potential electrical energy from the renewable energies 
used. Using three modes to control the system (by changing one of the weather variables and keeping the others 
constant), it was concluded that the system has the ability to produce electrical energy in the three modes. The 
currents injected into the grid by the hybrid system are almost sinusoidal, where a low distortion ratio was 
obtained (THD = 2.55%), which is an acceptable value and better than what has been achieved in previous 
studies. The values of the currents increase with increasing the value of the weather variables. The reverse is 
correct. All simulation results obtained show that the control performance and dynamic behavior of the hybrid 
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